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?r*rrz: Steve Chappa <chappa@fnal.gov>
ttQxrz: RE: COUPP PMT review

*'*?.*.: November 13, 2009 4.27 .28 PM CST
7t::'Mike Crisler' <mike @fnal.gov>,'bellanto' <bellanto @fnal.gov>
*;:; 'Erik Ramberg'<ramberg@fnal.gov>, 'Russ Rucinski'<rucinski@fnal.gov>,

jeter@f nal.gov, sonnenschein@f nal.gov, 'Aria Meyhoefer' <aria@fnal.gov>,
hansen@fnal.gov

Hi AII,

From the two pictures, I observed no obvious problems with the cabling on

top of the tank nor in the DAQ readout rack. So, I u,ould now recommend the

issuance of the ORC for the MINOS installation.

Regards,
Steve Chappa

From: Mike Crisler [mailto:mike@fnal.gov]
Sent: Friday, November 13, 2009 3:58 PM
To: Steve Chappa, 'bellanto'
Cc:'Erik Ramberg';'Russ Rucinski'; leter@fnal.gov; sonnenscheinPfnal.gov;'Aria
Meyhoefer'; hansen@fnal.gov
Subject: Re: COUPP PMT review

Greetings,
Attached is a photo "COUPP-2L Veto Array.JPG" showing the COUPP-2L veto affay
PMTis with the bases and wiring. Also attached is "COUPP-ZL Veto Readout.JPc"
showing the controller board mounted in our Data Acquisition rack.

Cheers,
Mike

----- Original Message -----
From: Steve Chappi
To: 'bellanto'
Cc: 'Erik Ramberg' ; 'Russ Rucinski' ; ieter@fnal.gov ; sonnenschein@fnal.gov;
'Aria Mevhoefer' ; hansen@fnal-.gov ; 'Mike Crisler'
Sent: Thursday, November 12,2009 4.51 PM
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1) The safefy ground wire inside the
the 24 VDC power supply only. The

Mike Crisler <mike @fnal.gov>
Re: COUPP PMT review
November 13, 2009 3:57:38 pM CST

lteve chappa <chappa@fnar.gov>,'beilanto' <beilanto@fnar.gov>
'Erik Ram berg' <ramberg @fnal. gov>,' Russ Rucinski' <rucinski@ f nal. gov>,jeter@fnal.gov, sonnenschein@fnal.gov, 'Aria Meyhoefer, <aria@fnaligovr,
hansen@fnal.gov
2 Attachments, 250 KB

Greetings,
Attached is a photo "couPP-2L Veto Array JPG" showing the coUpp-2l veto array pMT,s with the bases anowiring' Also attached is "coUPP-2L Veto iReadout.JPG" inowing the controller boaio mounted in our DataAcquisition rack.

Cheers,
Mike

----- Original Message -----
From: Steve Chappa
To: 'bellanto'
Cc: 'Erik Ramberg ; 'Russ Rucinski' ; ieter@fnat.gov ; sonnenschein@fnal_gov 

;'Aria Meyhoefer' ; hansen@fnal.qov ; ,tVtit<e Cristei'
Sent: Thursday, November 12,2009 +.St ptVt

Subject: COUPP PMT review

Hi Dr.Leo,

After looking at the PMT electronics (at WH14E) for the COtIpp pMT
installation. I found:

PMT controller/readout chassis goes to
rack-mounted chassis is then grounded

by the mounting screws for the power supply. A dedicated safety *ir.
should go from the power entry module diiectly to the chassis and bonded
to the chassis using a star-lock washer. This correction for the unit reviewed
was completed prior to writing this email. __OK

2) There are
inadvertently

no HV cabling or exposed HV contacts that can be
touched during operation. =OK



3) The fusing for the AC power input and for the power going over the

control cables to the PMT interface PC boardichassis is adequate for the
wire used (below 1 amp). -OK

After looking at the COUPP PMT installation at Dzero, I fbund:

1) Cabling running down the tank to the controls/DAQ rack are run inside a
plastic raceway and then protected by trip plates on the floor. No trip
hazards seen or potential damage to the cables seen. -OK

2) A bundle of cables inside the controls/DAQ rack are supported solely by
a circular connector connected to the rear of the bottom COUPP CTIC
chassis. This bundle of cables need to be supported by strain-relief so as to

take the weight and stress off of this connector. This correction was

completed during the review. -OK

3) Cabling on top of tank exhibited no apparent problems. No AC power

located there. -OK

4) The solar transformers are operating with a fau amount of heat. The top

surface and air exiting the vent holes are warm to the touch. A suggestion

was made, and I agree, to place a caution sign on these transformers to
indicate a warm surface and to NOT place anything on top of these

transformers at any time so as not to block the vent holes.

5) The PMT controller chassis presently installed atDzero does not have

the corrected grounding wiring as described above so this chassis needs to

be replaced or its wiring coffected. I was informed that this chassis would
be swapped out.

Conclusion: With the above corrective actions taken, and once I get email

verification that the PMT controller chassis atDzero has been swapped out,

then I can recommend that the Dzero installation be issued an ORC. Once I
get pictures of the MINOS installation showing the cabling and placement

of equipment (including power cords) and if it is OK, then I can recommend

the issuance of the ORC for the MINOS installation.
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